1. No signs, poles, anchors or fire hydrants shall be constructed within the curb return whenever possible.

2. The center of all fire hydrants shall be placed 2.0' from the curb face.

3. The face of all power poles shall be placed 1.5' from the curb face.

4. All signs shall be placed so as to have a 1.0' clearance from the curb face to the edge of the sign.

5. Traffic signals and stop signs shall have priority over all other structures.

6. A 5.0' minimum clearance shall be maintained between all structures including fire hydrants, signs, driveways, trees, anchors, water vaults, street lights, traffic signals or any other structures. Power poles shall have a 7.0' clearance from all other vertically protruding structures whenever possible.

7. All underground searches and alerts shall be accomplished by the entity placing the object.

8. Encroachment permit accompanied by a drawing is required prior to starting any work in the public right of way.

9. City code section 26.5-1-6(1) requires truck driveways to be at a minimum 75' from back and automobile driveways to be 45' from BCR.